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Exhibit 14: Approved Pole Light Drawing 
W.KERR SCOTT RESERVOIR 

1080’ msl 
maximum 
flood pool 

   ↓ 

Lake 

DRAWING NOT TO SCALE

Master disconnect switch  
outside residence on private 
 property with mounted red 
light installed 2 feet above  
1080’ msl. * All systems must  
have Ground-Fault Circuit-Interrupter 
(GFCI) protection at circuit breaker  
box on private property. NO exceptions.  Wiring type and connection 

methods must meet NEC specs for 
underground use.  Wire should be 
buried 18” minimum depth with 
warning tape at  8”. 

Light fixtures/receptacles 
must be 2’ above flood 
pool or higher and meet 
NEC specs for outside 
wet locations.
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